
AVIATION
NEWARK LIBERTY INTERNATIONAL AIRPORT

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO. SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTION 

DATE

REMARKS

1 Bldg 1 QuickDraw 2000N400A-QW, NB 
104112 D501104112 400 Gal HTW Domestic 325psi@210F 125 6,000,000 BTU/HR 8/28/2014

2 Bldg. 46 1 Silvan 74854 AIR Instrument Air 200psi @ 450F 185 801  SCFM 8/28/2014

3 Bldg. 46 1 Manchester  2000 128561 NB 240 GAL. AIR Atomization Air 200psi @ 650F 200 361 SCFM 8/28/2014

4 Bldg. 46 2 Manchester  2000 128553 NB 240 GAL. AIR Atomization Air 200psi @ 650F 200 361 SCFM 8/28/2014

5 Bldg. 46 3 Manchester  2000 128560 NB 240 GAL. AIR Atomization Air 200psi @ 650F 200 361 SCFM 8/28/2014

6 Bldg. 46 4 Manchester  2000 128550 NB 240 GAL. AIR Atomization Air 200psi @ 650F 200 361 SCFM 8/28/2014

7 Bldg 49 BrunnerIngersoll Rand 
1994

T30, NB 57859 32261109-01 79 "Lx30"D (242 
GAL)

Air Instrument 200psi 200 178 SCFM 8/28/2014

8 Bldg. 58 Quincy    1998 79SA455/NB171774 389206 >30 GAL AIR Fire Sprinkler 350 psi @ 400F 350 303 SCFM 8/28/2014

9 Term B HX 101 ITT B & G 1999 BYS26900007300, NB 
70665 737161-01-2 18"D x 88"L    

(97 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

10 Term B HX 102 ITT B & G 1999 BYS26900007300, NB 
737161 737161-01-1 18"D x 88"L    

(97 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

11 Term B HX-201 ITT B & G 1999 BYS26900007400, NB 
70387 73716-02-1 16" X 76"L       

(66 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

12 Term B HX-202 ITT B & G 1999 BYS26900007400, NB 
70658 73716-02-2 16" X 76"L       

(66 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

13 Term B HX-203 ITT B & G 1999 BYS26900007400, NB 
70390 73716-02-3 16" X 76"L       

(66 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

14 Term B HX-204 ITT B & G 1999 BYS26900007400, NB 
70389 73716-02-4 16" X 76"L       

(66 GAL) HTHW Heat Exchanger 400psi @ 400F 2 @ 125 psi 
@ 375F

2 @ 5370000 
B/HR 8/28/2014

15 Term. B HX FIS 1 ITT B & G 1994 NB 38484 94Z81131-01-2 16" D X 65" L Heat Exchanger 150 psi 100 psi 400 gpm 8/28/2014
16 Term. B HX FIS-2 ITT B & G 1994 NB 38483 94Z81131-01-1 16" DX 65"L Heat Exchanger 150 psi 100 psi 400 gpm 8/28/2014

17 Bldg 79 HX-1 ITT B & G 1997 NB 52088 97C79622-01 92"LX30 "D (280 
GAL)

HTW Heat Exchanger 150 psi @375F 100psig 1 @ 410500 B/HR 8/28/2014

18 Bldg 79 LAMCO 1989 NB 185246 62"L x 20"D (84 
GAL)

AIR Instrument 200 psi 200 psi 178 SCFM 8/28/2014

19 Bldg 80 QUINCY OT-5 150996A610, NB 
59157

5088623 62"L x 20"D (84 
GAL)

AIR Instrument 200 psi 200 psi 178 SCFM 8/26/2014



AVIATION
TETERBORO AIRPORT

NO. EQUIPMENT 
LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO.  SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTION 

DATE

REMARKS

1 Bld 73 (400 
Industrial Ave) 428 Dayton 5Z591 110696L 100 Gallons Air Storage 139 54 8/19/2014 AVPORTS

2 Hangar 1 N/A Branner Engineering 79403D N/A 120 Gallons Air Storage 200 200 2 8/19/2014 AVPORTS



PORT COMMERCE
NJMT

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO. SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER
)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTION 

DATE

REMARKS

1 B/255  
GARAGE N/A NATIONAL NB41065H F23881234567890T 80 GAL AIR RECIEVER 200 100 125 9/17/2014 NONE

2 B/260 
GARAGE N/A INGERSOL-RAND NB61981 402050109/NB61981 120 GAL AIR RECEIVER 200 200 267 9/17/2014



TUNNELS, BRIDGES, AND TERMINALS
GWB (NEW JERSEY ONLY)

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO. SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTIO

N DATE

1 NJAB Boiler 
room GW-1172 Ingersoll Rand T30/2475n5 0103200-297 80 Gallons Air Air Compressor 

Receiver 200 PSI 3 @ 200 PSI
2 @178 SCFM 
EACH, 1 @ 267 

SCFM
8/18/2014

2 NJAB Boiler 
room GW-1173 Ingersoll Rand T30/2475n5 0103200-280 80 Gallons Air Air Compressor 

Receiver 175 PSI 3 @ 200 PSI
2@ 178 SCFM 
EACH, I @ 267 

SCFM
8/18/2014

3 NJAB Auto 
Shop GW-5982 John Wood Co. 80 Gallons Air Air Compressor 

Receiver 200 PSI 200 PSI 118 SCFM 8/18/2014

mailto:2@200%20PSI
mailto:2@%20178%20SCFM%20EACH,%20I%20@%20267%20SCFM
mailto:2@%20178%20SCFM%20EACH,%20I%20@%20267%20SCFM
mailto:2@%20178%20SCFM%20EACH,%20I%20@%20267%20SCFM


TUNNELS, BRIDGES, AND TERMINALS
HOLLAND TUNNEL (NEW JERSEY ONLY)

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO. SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTIO

N DATE

1 NJSG#2 
Boiler Room

AIC143B000
1 Ingersoll Rand 1965 253E5 30T237518, NB 312723 120 Gallons Air Storage 165 165 128 scfm 9/3/2014

2 NJLB 1st 
Floor AIC12110001 Ingersoll Rand 2000 7100 2947, NB 10604511 120 Gallons Air Storage 200 200 170 scfm 9/3/2014

3 NJLB 
Mezzanine AIC12110002 Ingersoll Rand 2005 7100 6044689, NB 1021071 120 Gallons Air Storage 200 200 170 scfm

9/3/2014, 
LEAD 

ABATEMENT

4 NJRB Pier 
Deck

AIC123P000
1 Ingersoll Rand 2000 7100 2938, NB 1061120 120 Gallons Air Storage 200 165 128 scfm 9/3/2014

5 NJRB 1st 
floor

AIC123P000
2 Ingersoll Rand 2000 TZM053 6044687, NB 1021072 120 Gallons Air Storage 200 165 128 scfm 9/3/2014



TUNNELS, BRIDGES, AND TERMINALS
LINCOLN TUNNEL (NEW JERSEY ONLY)

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO. SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTIO

N DATE

1 NJAB 
GARAGE Ingersol-Rand NB 363402 80 Gal. Air Air Compressor 250# 150# 8/11/2014

2 NJAB 
GARAGE Ingersol-Rand NB 81896 80 Gal. Air Air Compressor 250# 150# 8/11/2014

3 NJVS Champion [1995] HR10D-25, NB 
518240 R30-40091 250 Gal. Air Air Compressor 250# 125# 8/11/2014

4 NJV-CT Champion [1995] HR10D-26, NB 
518933 R30-40083 250 gal. Air Air Compressor 250# 125# 8/11/2014

5 NJVS Dover Plate & Fab.[1955] No Data D-9226 3,490 Gal. Water Roof Tank 115# 110# 8/11/2014

6 NJV-CT No Data No Data No Data 4,000 Gal. 
Approx Water Roof Tank 250# 110# 8/11/2014

7 NJEG Kellogg [1966] NB 336266 No Data 60 Gal. Air Air Compressor 200# 220# 8/11/2014

8 NJ Plaza PR Ingersol-Rand 2-2340-D2, NB 
182730 305300088 80 Gal. Air Air Compressor 200# 200# 8/11/2014



TUNNELS, BRIDGES, AND TERMINALS
PATH AND JSTC (NEW JERSEY ONLY)

NO. EQUIPMEN
T 

LOCATION

EQUIPMEN
T ID NO.

MANUFACTURER 
AND YEAR BUILT

MODEL NO.  SERIAL NO. SIZE TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE (STORAGE/ 
PROCESS /HEAT 

EXCHANGER/ 
OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE (PSIG)

SAFETY 
VALVE SET 

PRESS 
(PSIG)

SAFETY VALVE 
TOTAL 

CAPACITY

LAST 
INSPECTIO

N DATE

1 JSTC 3R R.L. Faubion 1973 NB44772 44772 300 GAL Air Air Storage 200psi 125 psi 529 cfm 8/13/2014

2 JSTC 4R R.L. Faubion 1974 NB45388 45388 300 GAL Air Air Storage 200 psi 125 psi 529 cfm 8/13/2014

3 JSTC HX-1C Yula 1972 CV-4H-96B 6260 8'L X 16"D (84 
GAL) water heat exchanger 125psig @ 210°F Vacuum 

Breaker 8/13/2014

4 JSTC HX-2C Yula 1972 CV-4H-96B 6261 8' LX 16"D (84 
GAL) water heat exchanger 125psig @ 210°F Vacuum 

Breaker 8/13/2014

7 PATH -HCMF 
Boiler Room

Compressor 
1 Steel Fab -2009 NB576530 G0930180 660 GAL/13,500 

CFM Air Yard 
Switch/House

250 MAWP@ 250 
degrees F 200PSIG 457 SCFM 8/27/2014

8 PATH -HCMF 
Boiler Room

Compressor 
2 Steel Fab -2009 NB572560 G0930180 660 GAL/13,500 

CFM Air Yard 
Switch/House

250 MAWP@ 250 
degrees F 200 PSIG 457 SCFM 8/27/2014

9 Washington 
St 

Air Receiver 
Tank 1 Niles -1967 NB 15031 24891 1,100 CFM/10.5' 

H x 3.5 'D compressed Air PATH system east 
of portals 125 psig @ 650F 125 2138 scfm 8/14/2014

10 Washington 
St 

Air Receiver 
Tank 2 Niles -1967 NB 15034 24894 1,100 CFM/10.5' 

L x 3.5 'D compressed Air PATH system east 
of portals 125 psig @ 650F 125 2138 scfm 8/14/2014

11 Washington 
St 

Air Receiver 
Tank 3 Niles -1967 NB 15045 2469- 1,100 CFM/10.5' 

L x 3.5 'D compressed Air PATH system east 
of portals 125 psig @ 650F 125 2138 scfm 8/14/2014

12 Washington 
St 

Air Receiver 
Tank 4 Niles -1967 NB 15032 24892 1,100 CFM/10.5' 

Lx 3.5 'D compressed Air PATH system east 
of portals 125 psig @ 650F 125 3463 scfm 8/14/2014

13 Washington 
St 

Air Dryer 
(Right) Silvan -1993 NB 5825, MODEL HL-

2520X 23283-2 compressed Air 150 psig @500F 150 56 SCFM 8/14/2014

14 Washington 
St 

Air Dryer 
(Left) Silvan - 1993 NB 5824, MODEL HL-

2520X 23283-2 compressed Air 150 psig @500F 150 56 SCFM 8/14/2014

15 Journal 
Square 

 

Air Receiver 
Tank 1 JohnWood -1969 3' D x 7'H (370 

GAL) compressed Air west of portals to 
Hack Bridge east 125 1354 scfm 8/14/2014

16 Sub 14 
Harrison yard

Air receiver 
Tank 1 Steel Fab - 2005 NB 432366 4'D x 11'H (1,034 

GAL) compressed Air west of Hack 
bridge to Newark 155 psig @ 400F 140 psig 918 SCFM 8/14/2014



REAL ESTATE
#2 MONTGOMERY

NO. EQUIPMENT 
LOCATION

EQUIPMENT 
ID NO.

MANUFACT
URER AND 

YEAR 
BUILT

NATIONAL 
BOARD 

NO.

MODEL 
NO. AND 
SERIAL 

NO. 

SIZE( GAL. 
OR 

DIAMETE
R BY 

LENGTH)

TYPE 
(AIR/WATER/ 

STEAM/OTHER)

USE 
(STORAGE/ 
PROCESS 

/HEAT 
EXCHANGER

/ OTHER)

MAX. 
ALLOWABLE 

WORKING 
PRESSURE 

(PSIG)

SAFETY 
VALVE 

SET 
PRESS 
(PSIG)

SAFETY 
VALVE 
TOTAL 

CAPACITY

REMARKS

HX-1
1st floor 
Mechical 

room
UH-W Armstrong 

1998 UH-W M-WS-147-
2-1

24x72 
inches Steam Secondary 

Heat 15psig 9/3/2014
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