
AVIATION
JOHN F. KENNEDY AIRPORT

NO. LOCATION MANUFACTURER SERIAL NO. CONSTRUCTION SERVICE FUEL INT INSPEC. 
PERIOD

LAST INT. 
INSPECT. 

DATE

LAST EXT. 
INSPECT. 

DATE

REMARK

1 JAMAICA 
AIRTRAIN

BENCHMARK 2.0 B/V-1, G-02-
110

FIRE TUBE NB 
36603

HOT WATER GAS 3/10/2015 NO INTERNAL

2 JAMAICA 
AIRTRAIN

BENCHMARK 2.0 B/V-2, G-02-
114

FIRE TUBE NB 
36616

HOT WATER GAS 3/10/2015 NO INTERNAL

3 JAMAICA 
AIRTRAIN

BENCHMARK 2.0 B/V-3, G-02-
116

FIRE TUBE NB 
36621

HOT WATER GAS 3/10/2015 NO INTERNAL

4 JAMAICA 
AIRTRAIN

BENCHMARK 2.0 B/V-4, G-02-
111

FIRE TUBE NB 
36600

HOT WATER GAS 3/10/2015 NO INTERNAL

5 BLDG. 14 BENCHMARK 2.0 BOILER #1, 
G-06-1212, 
NB 45395

FIRE TUBE HOT WATER GAS 1/14/2015 NO INTERNAL

6 BLDG. 14 BENCHMARK 2.0 BOILER #2, 
G-06-1210, 
NB 45391

FIRE TUBR HOT WATER GAS 1/14/2015 NO INTERNAL

7 BLDG. 14 BENCHMARK 2.0 BOILER #3, 
G-06-1209, 
NB 45390

FIRE TUBE HOT WATER GAS 1/14/2015 NO INTERNAL

8 BLDG. 14 BENCHMARK 2.0 BOILER #4, 
G-06-1211, 
NB 45392

FIRE TUBE HOT WATER GAS 1/14/2015 NO INTERNAL

9 BLDG. 14 BENCHMARK 2.0 BOILER #5, 
G-06-1213, 
NB 45296

FIRE TUBE HOT WATER GAS 1/14/2015 NO INTERNAL

10 BLDG. 14 BENCHMARK 2.0 BOILER #6, 
G-06-1208, 
NB 45389

FIRE TUBE HOT WATER GAS 1/14/2015 NO INTERNAL

11 BLDG. 14 
WEST WING

HYDROTHERM BOILER #7 CAST IRON HOT WATER 1/15/2015



12 BLDG. 14 
WEST WING

HYDROTHERM BOILER #8 CAST IRON HOT WATER 1/15/2015

13 BLDG. 14 
WEST WING

HYDROTHERM BOILER #9 CAST IRON HOT WATER 1/15/2015

14 BLDG. 15 SUPERIOR #2 6706-12091 FIRE TUBE HOT WATER GAS/OIL 7/8/2014 1/15/2015

15 BLDG. 15 SUPERIOR #1 6706-12103 FIRE TUBE HOT WATER GAS/OIL 7/8/2014 1/15/2015

16 BLDG. 15 TITUSVILLE #3 HSB 38197 FIRE TUBE LPSTEAM GAS/OIL 7/8/2014 1/15/2015 IN SERVICE 
FOR AC

17 BLDG. 15 TITUSVILLE #4 HSB 38196 FIRE TUBE LPSTEAM GAS/OIL 7/8/2014 1/15/2015

18 BLDG 16 FULTON STEAM 6971 FIRE TUBE LP STEAM GAS OUT OF 
SERVICE

19 BLDG. 16 TITUSVILLE #2 HSB 38426 FIRE TUBE HOT WATER GAS 6/30/2011 1/9/2012 MOTHBALLED

20 BLDG. 16 TITUSVILLE #3 HSB 38425 FIRE TUBE HOT WATER GAS 6/30/2011 1/9/2012 MOTHBALLED

21 BLDG. 16 TITUSVILLE #1 HSB 38427 FIRE TUBE HOT WATER GAS OUT OF 
SERVICE

22 BLDG. 17 SUPERIOR 3382-4908 FIRE TUBE HOT WATER OIL 7/8/2014 1/15/2015

23 BLDG. 17 SUPERIOR 3382-4907 FIRE TUBE HOT WATER OIL OUT OF 
SERVICE

24 BLDG. 17 SUPERIOR 3382-8162 FIRE TUBE HOT WATER OIL OUT OF 
SERVICE

25 BLDG. 19 THERMAL 
SOLUTION#1

64811519 WATER TUBE HOT WATER GAS 1/15/2015 NO INTERNAL

26 BLDG. 19 THERMAL 
SOLUTION #2

64811520 WATER TUBE HOT WATER GAS 1/15/2015 NO INTERNAL

27 BLDG 19 HB SMITH #3 N2000-615 CAST IRON HOT WATER GAS 7/8/2014 1/15/2015 SOUTH BAY 
BLOCK 10



28 BLDG. 68 AMERICAN 
STANDARD

1BLJ1, G-409 CAST IRON HOT WATER GAS 7/2/2008 1/22/2008 BUILDING 
OUT OF 
SERVICE(1/14/
2009)

29 BLDG. 87 SLANT FIN #1 751298 CAST IRON HOT WATER 1/15/2015 NO INTERNAL

30 BLDG. 87 SLANT FIN #2 751300 CAST IRON HOT WATER 1/15/2015 NO INTERNAL

31 BLDG. 87 SLANT FIN #3 751144 CAST IRON HOT WATER 1/15/2015 NO INTERNAL

32 BLDG. 87 SLANT FIN #4 751299 CAST IRON HOT WATER 1/15/2015 NO INTERNAL

33 BLDG. 95 BURNHAM 1 CAST IRON HOT WATER GAS OUT OF 
SERVICE

34 BLDG. 111 FITZGIBBON #3 HSB 74050 FIRE TUBE STEAM GAS/OIL 7/8/2014 1/15/2015

35 BLDG. 111 FITZGIBBON #1 HSB 73858 FIRE TUBE STEAM GAS/OIL 7/8/2014 1/15/2015

36 BLDG. 111 FITZGIBBON #2 HSB 74187 FIRE TUBE STEAM GAS/OIL 7/8/2014 1/15/2015

37 BLDG. 141 CROTTY #2 6670 FIRE TUBE STEAM O/G 7/21/2014 1/14/2015

38 BLDG. 141 CROTTY #1 6671 FIRE TUBE STEAM O/G 7/21/2014 1/14/2015

39 BLDG. 144 NATIONAL 
RADIATOR #1

50406 FIRE TUBE STEAM OIL 7/8/2014 1/15/2015

40 BLDG. 144 NATIONAL 
RADIATOR #2

50407 FIRE TUBE STEAM OIL 7/8/2014 1/15/2015

41 BLDG. 144 PACIFIC #3 204500 FIRE TUBE STEAM OIL 2/7/2011 OUT OF 
SERVICE

42 BLDG. 145 HYDROTHERM #1 Ser# 40345007 CAST IRON HOT WATER GAS 1/14/2015 NO INTERNAL

43 BLDG. 145 HYDROTHERM #2 Ser# 
40345003

CAST IRON HOT WATER GAS 1/14/2015 NO INTERNAL

44 BLDG. 161 SLANT FIN 80 
SERIES

8001784 CAST IRON LP STEAM OIL 7/21/2014 1/14/2015



45 BLDG. 189

46 BLDG. 196 CLEAVER 
BROOKS #2

Ser# L-84899, 
NB 66465

FIRE TUBE HOT 
WATER/LP 
STEAM

GAS 7/8/2014 1/16/2014 MOTHBALLED

47 BLDG. 196 CLEAVER 
BROOKS #1

Ser# L-76721, 
NB 55664

FIRE TUBE HOT 
WATER/LP 
STEAM

GAS 7/8/2014 1/16/2014 MOTHBALLED

48 BLDG. 206 WEIL MCLAIN 1 CAST IRON HOT WATER GAS 1/15/2015 MOTHBALLED

49 BLDG. 208 BURNHAM #1 NB 29721 FIRE TUBE HOT WATER GAS 7/8/2014 1/14/2015

50 BLDG. 208 BURNHAM #2 NB 29720 FIRE TUBE HOT WATER GAS 7/8/2014 1/14/2015

51 BLDG. 209 ERIE CITY #1 98036 WATER TUBE HP STEAM OIL/GAS OUT OF 
SERVICE

52 BLDG. 209 ERIE CITY #2 98011 WATER TUBE HP STEAM OIL/GAS OUT OF 
SERVICE

53 BLDG. 209 ERIE CITY #3 98012 WATER TUBE HP STEAM OIL/GAS OUT OF 
SERVICE

54 BLDG. 209 THERMAL 
SOLUTION #1

64811522 WATER TUBE HOT WATER GAS 1/15/2015 NO INTERNAL

55 BLDG. 209 THERMAL 
SOLUTION #2

64811521 WATER TUBE HOT WATER GAS 1/15/2015 NO INTERNAL

56 BLDG. 213 HB SMITH 28HE 28HE-10-
070256

CAST IRON HOT WATER GAS 7/17/2012 1/7/2013 MOTHBALLED

57 BLDG. 254 HYDROTHERM(2 
MODULES) 1

ORC-3635 CAST IRON HOT WATER OIL 8/12/2013 1/14/2015 OUT OF 
SERVICE

58 BLDG. 254 HYDROTHERM(2 
MODULES) 2

ORC-3635 CAST IRON HOT WATER OIL 8/12/2013 1/14/2015 OUT OF 
SERVICE

59 BLDG 254 BURNHAM 65318189 CAST IRON HOT WATER GAS 7/21/2014 1/14/2015

60 BLDG. 254 HYDROTHERM(2 
MODULES) 1&2

ORC-3474 CAST IRON DWH OIL 7/16/2009 1/15/2014



61 BLDG. 260 WEIL MCLAIN 88 
SERIES

118843799 CAST IRON HW GAS 7/17/2012 1/7/2013 MOTHBALLED

62 BLDG. 269 
ANNEX

HB SMITH N96-915P CAST IRON HOT WATER GAS 7/21/2014 1/14/2015



AVIATION
NEWARK LIBERTY INTERNATIONAL AIRPORT

NO. LOCATIO
N

MANUFACTURE
R

SERIAL NO. CONSTRUCTIO
N

SERVICE FUEL INT.INSPEC
T. PERIOD

LAST INT. 
INSPECT. 

LAST EXT. 
INSPECT. DATE

REMARK

1 BLDG. 1 FULTON #1 88099 FIRE TUBE HOT 
WATER

GAS 3/3/2015 INACCESSIBLE 
FOR INTERNAL

2 BLDG. 1 FULTON #2 88300 FIRE TUBE HOT 
WATER

GAS 3/3/2015 SAME AS ABOVE

3 BLDG. 1 FULTON #3 88098 FIRE TUBE HOT 
WATER

GAS 3/3/2015 SAME AS ABOVE

4 BLDG. 1 FULTON #4 88309 FIRE TUBE HOT 
WATER

GAS 3/3/2015 SAME AS ABOVE

5 BLDG. 1 TRANE RTU-1C01D46769 AIR 
CONDITIONING

8/28/2014

6 BLDG. 1 TRANE RTU-2C01D46770 AIR 
CONDITIONING

8/28/2014

7 BLDG. 1 TRANE RTU-3C01D46771 AIR 
CONDITIONING

8/28/2014

8 BLDG. 1 TRANE RTU-4C01D46772 AIR 
CONDITIONING

8/28/2014

9 BLDG. 1 JACKON 
CHURCH

RTU-5 B84-138 H14442 
,MODEL TGU-40-202-SZ-OA

AIR 
CONDITIONING

8/28/2014

10 BLDG. 46 INDECK #4 NB 931 WATER TUBE HOT 
WATER

8/21/2013 3/3/2015 CHRP

11 BLDG. 46 INDECK#3 NB 930 WATER TUBE HOT 
WATER

8/21/2013 3/3/2015 CHRP

12 BLDG. 46 INDECK #5 NB 917 WATER TUBE HOT 
WATER

8/28/2014 3/3/2015 CHRP

13 bldg. 46 INDECK # 2 WATER TUBE HOT 
WATER

3/3/2015 CHRP

14 BLDG. 46 CHILLER #4, 
CARRIER

NB 181466 REFRIGER
ATION

8/21/2013 DECOMMISSIONED

15 BLDG. 46 CHILLER #3 
,MCQUAY

NB 50267/77 REFRIGER
ATION

8/28/2014

16 BLDG. 46 CHILLER #5, 
CARRIER

NB 6906 REFRIGER
ATION

8/28/2014

17 BLDG. 46 CHILLER #1, 
MCQUAY

NB 50256/61 REFRIGER
ATION

8/28/2014

18 BLDG. 46 CHILLER #6, 
YORK

NB 74044 REFRIGER
ATION

8/28/2014



19 BLDG. 46 CHILLER #2, 
CARRIER

NB 162961 REFRIGER
ATION

8/21/2013 DECOMMISSIONED

20 BLDG. 46 CHILLER #7, 
YORK

NB33487 REFRIGER
ATION

8/28/2014 OUT OF SERVICE

21 BLDG. 46 CHILLER # 8, 
YORK

NB 48562 REFRIGER
ATION

8/28/2014

22 BLDG. 49 KEWANEE #1 P8407, NB 41160 FIRE TUBE HOT 
WATER

O/G 8/28/2014 3/3/2015

23 BLDG. 49 KEWANEE #2 P8792 FIRE TUBE HOT 
WATER

O/G 8/28/2014 3/3/2015

24 BLDG. 49 KEWANEE #3 ORDER NO. 807131, NB 
30551

FIRE TUBE HOT 
WATER

O/G 8/28/2014 3/3/2015

25 BLDG. 80 MCQUAY #2 5TK0161100, NB 08433 REFRIGER
ATION

8/28/2014

26 BLDG. 80 MCQUAY #1 5TK0181600, NB 08467 REFRIGER
ATION

8/28/2014

27 BLDG. 80 WEIL MCLAIN CP4017985 DWH DOMESTIC 
HOT 
WATER

GAS 3/3/2015 NO ACCESS FOR 
INTERNAL

28 BLDG. 106 RAYPAK # 1
NB 299167,MODEL MVB H7-

1253,SERIAL NO. 
0907299167,MAWP: 160 PSIG

WATER TUBE HOT 
WATER GAS 8/28/2014 3/3/2015

RV:1,566,000 
BTU/HR, HEATING 

SURFACE:117 
SQFT

29 BLDG. 106 RAYPAK # 2

NB 299168,MODEL MVB H7-
1253,SERIAL NO. 

0907299168, MAWP: 160 
PSIG

WATER TUBE HOT 
WATER GAS 8/28/2014 3/3/2015

RV:1,566,000 
BTU/HR, HEATING 

SURFACE:117 
SQFT,

30 BLDG. 106 CHILLER #1 TRANE C09F00301 8/28/2014
31 BLDG. 106 CHILLER #2 TRANE C09F00302 8/28/2014

32 BLDG. P-1 
STATION

LOCHINVAR NO. 
1A

MODEL SBN 1300,NB 
116059, SERIAL 
H09H10116059

WATER TUBE HOT 
WATER GAS 3/3/2015

RELEIF VALVE 
1,954,000 BTUHR, 

HEATING 
SURFACE 115.6 

SQFT

33 BLDG. P-1 
STATION

LOCHINVAR NO. 
1B

MODEL SBN 1300,NB 
114216, SERIAL 
H09H10114216

WATER TUBE HOT 
WATER GAS 3/3/2015

RELEIF VALVE 
1,954,000 BTUHR, 

HEATING 
SURFACE 115.6 

SQFT



AVIATION
LAGUARDIA AIRPORT

INT. LAST
INSPECT. 
PERIOD

INT. 
INSPECT.

DATE
1 BLDG. 5A WEIL MCLAIN SERIES 988 CAST IRON LP 

STEAM
GAS 8/20/2014 1/21/2015

2 BLDG. 7 
CENTER

CLEAVER 
BROOKS #2

OL103881, NB 
8832

FIRE TUBE HOT 
WATER

GAS 8/20/2014 1/21/2015

3 BLDG. 7 
CENTER

CLEAVER 
BROOKS #1

OL 103882, NB 
8833

FIRE TUBE HOT 
WATER

GAS 8/20/2014 1/21/2015

4 BLDG. 7 
NORTH

RAYPAK 1 9211104025 CAST IRON HOT 
WATER

GAS 7/29/2010 1/17/2012 OUT OF SERVICE

5 BLDG. 7 
NORTH

RAYPAK 2 9211104074 CAST IRON HOT 
WATER

GAS 1/17/2012 OUT OF SERVICE

6 BLDG. 11 HB SMITH #1 SERIES 28 CAST IRON STEAM GAS 8/20/2014 1/21/2015

7 BLDG. 11 HB SMITH #2 SERIES 28 CAST IRON STEAM GAS 8/20/2014 1/21/2015

8 BLDG. 30 HYDROTHERM(6 
MODULES)

CAST IRON HOT 
WATER

GAS 8/20/2014 1/21/2015 POLICE 
EMERGENCY 
GARAGE, 3 RELIEF 
VALVES (650,000 
b /h  h)9 BLDG. 75 IBW #1 NB 980, Serial 

8989-03-03
WATER TUBE HOT 

WATER
OIL/GAS 8/20/2014 1/21/2015

10 BLDG. 75 IBW #2 NB 1050, serial# 
9179-01-04 

WATER TUBE HOT 
WATER

OIL/GAS 8/20/2014 1/21/2015

11 BLDG. 81 LOCHIVAR #2 H02H00145145 WATER TUBE HOT 
WATER

GAS 8/20/2014 1/21/2015

12 BLDG. 81 LOCHOVAR #1 H02H00145146 WATER TUBE HOT 
WATER

GAS 8/20/2014 1/21/2015

13 BLDG.137(AA
RF) AO SMITH  #1 ASME 126495 E09 DHW HEATER DHW GAS 1/21/2015

14 BLDG.137(AA
RF) AO SMITH #2 ASME 126493 E09 DHW HEATER DHW GAS 1/21/2015

NO LOCATION MANUFACTURER SERIAL NO. REMARKCONSTRUCTION SERVICE FUEL LAST EXT. 
INSPECT. 

DATE



AVIATION
STEWART AIRPORT

INT. LAST
INSPECT. 
PERIOD

INT. 
INSPECT.

DATE

1 BLDG. 128 BURNHAM #1 CAST IRON LPS GAS 10/3/2014 3/18/2015

BOILER CAP:3353 
LB/HR, SAFETY 

VALVE:4200 LB/HR, 
MAWP:15 PSIG.

2 BLDG. 128 BURNHAM #2 26001339 CAST IRON LPS GAS 10/3/2014 3/18/2015

BOILER CAP:3353 
LB/HR, SAFETY 

VALVE:4200 LB/HR, 
MAWP:15 PSIG.

3 BLDG. 800 WEIL MCLAIN NY128920L,E
G50-4 CAST IRON LPS GAS 10/3/2014 3/18/2015

BOILER CAP:167 
LB/HR,SAFETY 

VALVE:375 LB/HR, 
MAWP:15 PSIG.

4 BLDG. 138 LOCHINVAR
NB282119, 

K13H1028211
9

COIL HWH GAS 10/3/2014 3/18/2015

BOILER OUTPUT: 
418,000 BTU/HR, 
SAFETY VALVE: 
697,000 BTU/HR, 
MAWP: 160 psig

5 BLDG. 140 WEIL MCLAIN CP-4182024, 
NY114745L CAST IRON LPS GAS 10/3/2014 3/18/2015

BOILER 
OUTPUT:1,000 
LB/HR, SAFETY 

VALVE: 1900 LB/HR, 
MAWP: 15 PSIG

6 BLDG. 105 WEIL MCLAIN 5 GL-588 CAST IRON LPS GAS 10/3/2014 3/18/2015

BOILER CAP.: 
1,084,000 BTU/HR, 
SAFETY VALVE: 

1,956,000 BTU/HR

NO LOCATION MANUFACTURER SERIAL NO. REMARKCONSTRUCTION SERVICE FUEL LAST EXT. 
INSPECT. 

DATE



AVIATION
TETERBORO AIRPORT

NO LOCATION INT. LAST INT. LAST
INSPECT. INSPECT. 

DATE
EXT. 

INSPECT.
PERIOD. DATE

1 HANGAR 1 RAYTHERM H3-
0400

NB287567 CAST IRON HW GAS 7/25/2013 2/25/2015

2 BLDG. 27 LOCHIVAR NJ967971H 
NB48391

HOT 
WATER

7/25/2013 2/25/2015

3 BLDG. 72 AMERICAN STD. NJ72708H / Model 
G-410-2B2J

CAST IRON HOT 
WATER

GAS 8/19/2014 2/25/2015

4 BLDG. 72 NESBIT RTU-1, #406072 AIRCOND. 8/19/2014

5 BLDG. 72 NESBIT RTU-2, #701152 AIRCOND. 8/19/2014

6 BLDG. 72 NESBIT RTU-3, #406070 AIR COND. 8/19/2014

7 BLDG. 72 NESBIT RTU-4, #701151 AIR COND. 8/19/2014

8 BLDG. 72 NESBIT RTU-5, #406071 AIR COND. 8/19/2014

FUEL REMARKMANUFACTURER SERIAL NO. CONSTRUCTION SERVICE



PORT COMMERCE
PORT NEWARK

SERIAL INT. LAST INT. LAST 
EXTNO. INSPECT. INSPECT. INSPECT. 

PERIOD DATE DATE
1 BLDG. 305 CLEAVER BROOKS L-80468, NB 

61044
FIRE TUBE LP STEAM GAS 9/24/2012 2/12/2013 MOTHBALLED

2 BLDG. 121 CLEAVER BROOKS L-27278 FIRE TUBE OUT OF 
SERVICE

3 BLDG. 182 WEIL MCLAIN CAST IRON HOT 
WATER

GAS 9/17/2014 1/28/2015

4 BLDG. 260 AOSMITH C07124 #1 DWH DOMESTIC 
WATER

GAS 1/28/2015 NO INTERNAL

5 BLDG. 260 AOSMITH C07056 #2 DWH DOMESTIC 
WATER

GAS 1/28/2015 NO INTERNAL

6 BLDG. 260 CARRIER #1 2009U09534 AIR 
CONDITIONING

9/17/2014

7 BLDG. 260 CARRIER #2 2009U09510 AIR 
CONDITIONING

9/17/2014

MILITARY OCEAN TERMINAL, 51 PORT TERMINAL BLVD, BAYONNE , NJ

NO LOCATION MANUFACTURER SERIAL NO. CONSTRUCTION SERVICE FUEL
INT, 

INSPECT. 
PERIOD

LAST INT. 
INSPECT. 

DATE

LAST 
EXT. 

INSPECT. 
DATE

REMARK

1 BLDG. 51 CROWN S/N 
B000545905 CAST IRON HOT 

WATER OIL 2/5/2015

2 BLDG. 51 BOCK S/N 12113053T DHW OIL 2/5/2015

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



PORT COMMERCE

BROOKLYN PIERS
SERIAL INT. LAST INT. LAST EXT. 

INSPECT.
NO. INSPECT. INSPECT. DATE

PERIOD DATE
1 PIER 7 AMERICAN STD IBL-J1 CAST IRON HOT 

WATER
GAS OUT OF SERVICE 

SINCE 1983
2 PIER 9B BURNHAM MODEL6-80 CAST IRON HOT 

WATER
GAS 7/25/2014 1/22/2015

3 BLDG. 68 GSA #1 CP6314509 CAST IRON STEAM GAS 7/25/2014 1/22/2015

4 BLDG. 68 GSA #2 CP6313911 CAST IRON STEAM GAS 7/25/2014 1/22/2015

5 BLDG. 100 DUNKIRK 341100379 WATER COIL HOT 
WATER

GAS 8/15/2013 1/22/2015

6 BLDG. 186 SLANT FIN G0006049 CAST IRON HOT 
WATER

GAS 7/25/2014 1/22/2015

7 BLDG. 189 SLANT FIN #2 G0042403 CAST IRON HOT 
WATER

GAS 7/25/2014 1/22/2015

8 BLDG. 189 SLANT FIN #1 G0042384 CAST IRON HOT 
WATER

GAS 7/25/2014 1/22/2015

PORT IVORY
1 BLDG. 40 WEIL MCLAIN M/N LGB-13 CAST IRON HOT 

WATER
GAS 8/21/2014 2/9/2015

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



PORT COMMERCE
TELEPORT

SERIAL INT. LAST INT. LAST 
NO. INSPECT. INSPECT. EXT.

PERIOD DATE INSPECT.
DATE

1 TELEPORT V HYDROTHERM MNF2461 CAST IRON LP/HOT 
WATER

GAS 1/26/2015 3 
modules

2 TELEPORT V HYDROTHERM MNL2736 CAST IRON LP/HOT 
WATER

GAS 1/26/2015 3 
modules

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



TUNNELS, BRIDGES, AND TERMINALS
GEORGE WASHINGTON BRIDGE AND BUS STATION

SERIAL INT. LAST LAST
NO. INSPECT. INT. EXT. 

INSPECT
PERIOD INSPECT DATE

DATE
1 GWB ORR&SEMBOWER #1 6010057 NB48501-H FIRE TUBE LP STEAM GAS 8/18/2014 2/19/2015 ADMIN. BLDG

2 GWB ORR&SEMBOWER #2 6010060 NB48502H FIRE TUBE LP STEAM GAS 8/18/2014 2/19/2015 ADMIN.BLDG.

3 GWB HB SMITH #1 N2003-777 CAST IRON HWH GAS 8/18/2014 2/19/2015 MAIN TOLL 
CANOPY

4 GWB HB SMITH #2 N2003-776 CAST IRON HWH GAS 8/18/2014 2/19/2015 MAIN TOLL 
CANOPY

5 GWB LOCHINVAR #1 NB 201628 COPPER TUBE HOT 
WATER

GAS 8/18/2014 2/19/2015 MAIN TOLL 
HOUSE

6 GWB LOCHINVAR #2 NB 201627 COPPER TUBE HOT 
WATER

GAS 8/18/2014 2/19/2015 MAIN TOLL 
HOUSE

7 GWB HB SMITH #2 F98-514 CAST IRON HWH GAS 8/18/2014 2/19/2015 PIP TOLL HOUSE

8 GWB HB SMITH #1 F98-515 CAST IRON HWH GAS 8/18/2014 2/19/2015 PIP TOLL HOUSE

9 GWB HB SMITH #2 F93-322 CAST IRON HOT 
WATER

GAS 8/18/2014 2/19/2015 LOWER LEVEL 
TOLLS

10 GWB HB SMITH #1 F93-321 CAST IRON HOT 
WATER

GAS 8/18/2014 2/19/2015 LOWER LEVEL 
TOLLS

11 GWB PVI #2 806119352,NB 
119352

DWH GAS 2/19/2015 ADMIN. BLDG

12 GWB PVI #1 806119351, NB 
119351

DWH GAS 2/19/2015 ADMIN. BLDG

13 GWB CARRIER #1 1894J07453 REFRIG. R-22 8/18/2014 LOWER LEVEL 
TOLLS

14 GWB CARRIER #2 1894J07452 REFRIG. R-22 8/18/2014 LOWER LEVEL 
TOLLS

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



15 GWB TRANECHILLER #2 U99M0405 (73693) REFRIG. 8/18/2014 ADMIN, BLDG

16 GWB DUNHAM BUSH 
CHILLER #1

84B7001795 
(70722801AA840)

REFRIG. 8/18/2014 ADMIN BLDG.

17 GWB CARRIER #1 W016500 REFRIG. 8/18/2014 MAIN TOLL 
CANOPY

18 GWB CARRIER #2 S029511 REFRIG 8/18/2014 MAIN TOLL 
CANOPY

19 GWB CARRIER #1 2591J02699 REFRIG. 8/18/2014 PIP TOLL 



TUNNELS, BRIDGES, AND TERMINALS
HOLLAND TUNNEL

SERIAL INT. LAST LAST EXT.
NO. INSPECT. INT, INSPECT

PERIOD INSPECT DATE
DATE

1 HT WEIL MCLAIN #1 72-2308H 
BLR140B001

CAST IRON STEAM GAS 9/3/2014 2/11/2015 NJAB

2 HT WEIL MCLAIN #2 CP1825076, 
MODEL 888

CAST IRON HOT 
WATER

GAS 9/3/2014 2/11/2015 NJ TOLL

3 HT WEIL MCLAIN #1 CP1825075, 
MODEL 888

CAST IRON HOT 
WATER

GAS 9/3/2014 2/11/2015 NJ TOLL

4 HT BURNHAM #1 65354041 CAST IRON LPSTEAM GAS 9/3/2014 2/11/2015 NY LAND BLDG.

5 HT BURNHAM #2 65354036 CAST IRON LPSTEAM GAS 9/3/2014 2/11/2015 NY LAND BLDG.

6 HT BURNHAM #3 65354038 CAST IRON LPSTEAM GAS 9/3/2014 2/11/2015 NY LAND BLDG.

7 HT HB SMITH #1 N90-582 
BLR141B001

CAST IRON LP 
STEAM

GAS 9/3/2014 2/11/2015 NY FIELD 
OFFICE

8 HT HB SMITH #1 BLR143B001,28
HISW08

CAST IRON LP 
STEAM

GAS 9/3/2014 2/11/2015 NJ SERVICE 
GARAGE 2

9 HT CARRIER #2 1404F25326 100 TON AIR 
COND.

9/3/2014 NJ SERVICE 
GARAGE 2

10 HT CARRIER #1 1404F25328 100 TON AIR 
COND.

9/3/2014 NJ SERVICE 
GARAGE 2

11 HT CARRIER #1 V900432 70 TON AIR COND. 9/3/2014 NJ TOLL

12 HT CARRIER #2 V900281 70 TON AIR COND. 9/3/2014 NJ TOLL

13 HT Lochinvar #1 NB 232706 DWH GAS 2/11/2015 NJ SERVICE 
GARAGE 2

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



TUNNELS, BRIDGES, AND TERMINALS
LINCOLN TUNNEL

SERIAL INT. LAST LAST 
NO. INSPECT. 

PERIOD
INT. 

INSPECTI
ON DATE

EXT. 
INSPECT. 

DATE
1 LT LOCHINVAR NB 178258 WATER TUBE HW GAS 2/26/2015 NJ EMERGENCY GARAGE; 

NO INTERNAL
2 LT HB SMITH N90-741 CAST IRON STEAM GAS 8/11/2015 2/26/2015 NYEMERGENCY GARAGE

3 LT CLEAVER BROOK 
#2

L-92205 
NB03556

FIRE TUBE STEAM GAS 8/11/2014 2/26/2015 ADMIN. BLDG

4 LT CLEAVER BROOK 
#1

L-92204 
NB03555

FIRE TUBE STEAM GAS 8/11/2014 2/26/2015 ADMIN.BLDG

5 LT BRADFORD WHITE 
D100T2503NA

BF6331547 
NB69272

DHW DHW GAS 2/26/2015 ADMIN.BLDG; NO 
INTERNAL

6 LT YORK 120 TON R-
410A #1

2LXM013918 REFRIG. 8/11/2014 ADMIN.BLDG ROOF

7 LT YORK 120 TON R-
410A #2

2LXM013919 REFRIG. 8/11/2014 ADMIN. BLDG ROOF

8 LT HB SMITH #2 N2000-864 CAST IRON HW GAS 8/11/2014 2/26/2015 NJ Toll BASEMENT

9 LT HB SMITH #1 N2000-863, 
28HE-S/W-7

CAST IRON HW GAS 8/11/2014 2/26/2015 NJ Toll BASEMENT

10 LT YORK #2 UHHMQ00657 REFRIG. 8/11/2014 NJ TOLL BUILDING 
BASEMENT

11 LT YORK #1 UHHMQ00658 REFRIG. 8/11/2014 NJ TOLL BUILDING 
BASEMENT

12
LT AERCO NB 46391, 

G070094
FIRE TUBE HW GAS 2/26/2015 NO INTERNAL, NY 

EMERGENCY GARAGE

SERVICE FUEL REMARKNO LOCATION MANUFACTURER CONSTRUCTION



TUNNELS, BRIDGES, AND TERMINALS

JOURNAL SQUARE
SERIAL INT. LAST LAST 

NO. INSPECT. INT. EXT. 
PERIOD INSPECT. INSPECT.

DATE DATE
1 JSTC A.O. SMITH NB 181132 WATER 

HEATER
GAS 2/3/2015

2 JSTC A.O. SMITH B07M001289 
(9281003000)

WATER 
HEATER

GAS 2/3/2015

3 JSTC CLEAVER 
BROOK #1

OL102706 FIRE TUBE STEAM GAS 8/13/2014 2/3/2015 OUT OF SERVICE

4 JSTC CLEAVER 
BROOK #2

OL102705 FIRE TUBE STEAM GAS 8/13/2014 2/3/2015

5 JSTC CLEAVER 
BROOK #3

OL102704 FIRE TUBE STEAM GAS 8/13/2014 2/3/2015

6 JSTC EMERGENCY 
CHILLER  
(CEC-MR 1)

2104Q03942 
NB13474

8/13/2014 MER FAN ROOM 315, 
50 TON COOLING 
CAPACITY

7 JSTC EMERGECY 
CHILLER (CEC-
PL 1)

2404F40359 8/13/2014 OUTSIDE VIP 
PARKING, 60 TON 
COOLING CAPACITY

8 JSTC YORK 
CHILLER 1

NB37598 8/13/2014

9 JSTC YORK 
CHILLER 2

NB37563 8/13/2014

10 JSTC YORK 
CHILLER 3

NB37595 8/13/2014

PATH HARRISON CAR SHOP
1 CAR SHOP CLEAVER 

BROOK #2
L-85577, NB 
68963

FIRE TUBE HOT 
WATER

GAS 8/20/2013 1/28/2015

2 CAR SHOP CLEAVER 
BROOK #1

L-85578, NB 
68700

FIRE TUBE HOT 
ATER

GAS 8/20/2013 1/28/2015

3 CAR SHOP BRYAN #2 67895, NB 27388 FLEX TUBE DWH GAS 8/20/2013 1/28/2015
4 CAR SHOP BRYAN #1 67891, NB27384 FLEX TUBE DWH GAS 8/20/2013 1/28/2015

REMARKSERVICE FUELNO LOCATION MANUFACTU
RER

CONSTRUCTIO
N



WALDO SHOP
1 CONSOLID 

SHOP
JOHNSTON #1 NB9381/9602-02 FIRE TUBE HOT 

WATER
GAS/OIL 8/14/2014 2/3/2015

2 CONSOLID 
SHOP

JOHNSTON #2 NB9380/9602-01 FIRE TUBE HOT 
WATER

GAS/OIL 8/14/2014 2/3/2015

3 CONSOLID 
SHOP

PVI NB90324/01979 DWH OIL 2/3/2015

4 CONSOLID 
SHOP

DE CHAMPS 
PV-W5-MBS; 
AC-4

47352 AC 8/14/2014 60 TON

5 CONSOLID 
SHOP

CARRIER    
50EJ-028-
600CB, AC-2, 

 

1396F98644 AC 8/14/2014

6 CONSOLID 
SHOP

CARRIER     
50EJ-038-
600CB; AC-3, 
35 TONS

0897F55377 AC 8/14/2014

7
CONSOLID 
SHOP

CARRIER  
38AKS028-600; 
AC-1, 25 TONS 2998F56921 AC 8/14/2014 WEST YARD

8
CONSOLID 
SHOP

CARRIER   
38AKS028-600; 
AC-1, 25 TONS 2998F56920 AC 8/14/2014 EAST YARD

9
GENERAL 
STORE PEERLESS 19790324 CAST IRON

HOT 
WATER OIL 8/14/2014 2/3/2015

10
GENERAL 
STORE

TRANE, 25 
TONS

BL-2344591; # 
2754951001 AC 8/14/2014

11
RUNNING 
REPAIR SHOP

WEIL MCLAIN 
BOILER #1

HOT 
WATER 8/14/2014 2/3/2015

12
RUNNING 
REPAIR SHOP

WEIL MCLAIN 
BOILER #2

HOT 
WATER 8/14/2014 2/3/2015



TUNNELS, BRIDGES, AND TERMINALS
STATEN ISLAND BRIDGES

INT. LAST INT. LAST EXT.
INSPECT. INSPECT. INSPECT. 
PERIOD DATE DATE

1 BAYONNE BRIDGE AMERICAN STD. 
#1

84159-1 CAST IRON HOT 
WATER

GAS 8/21/2014 2/9/2015 ADMIN BLDG.

2 BAYONNE BRIDGE AMERICAN STD. # 
2

84159-2 CAST IRON HOT 
WATER

GAS 8/21/2014 2/9/2015 ADMIN. BLDG.

3 GOETHALS 
BRIDGE

SUPERIOR #1 4911-
10433

FIRE TUBE LP 
STEAM

GAS 8/21/2014 2/9/2015 ADMIN. BLDG.

4 GOETHALS 
BRIDGE

SUPERIOR #2 4911-
10434

FIRE TUBE LP 
STEAM

GAS 8/21/2014 2/9/2015 ADMIN.BLDG.

5 GOETHALS 
BRIDGE

PEERLESS 170-5605 CAST IRON HOT 
WATER

GAS 8/21/2014 2/9/2015 ADMIN BLDG.

6 OUTERBRIDGE 
CROSSING

CLEAVER BROOK 
#1

L58029, 
NB 32413

FIRE TUBE LP 
STEAM

GAS 8/21/2014 2/9/2015 ADMIN BLDG.

7 OUTERBRIDGE 
CROSSING

CLEAVER BROOK 
#2

L58028, 
NB 32466

FIRE TUBE LP 
STEAM

GAS 8/21/2014 2/9/2015 ADMIN BLDG.

8
OUTERBRIDGE 
CROSSING LOCHINVAR WATER TUBE

HOT 
WATER GAS 2/9/2015

ABUTMENT GARAGE 882000 
BTU'S, NO ACCESS FOR INTERNAL

CONSTRUCTIO
N

SERVICE FUEL REMARKNO LOCATION MANUFACTURE
R

SERIAL 
NO



REAL ESTATE DEPARTMENT
#2 MONTGOMERY STREET, JERSEY CITY,NJ

NO LOCATION MANUFACTURER SERIAL NO CONSTRUCTIO
N

SERVICE FUEL INT. 
INSPECT. 
PERIOD

LAST INT. 
INSPECTI. 

DATE

LAST EXT. 
INSPECT. 

DATE

REMARK

1 FIRST FLOOR 
BOILER ROOM

CLEAVER BROOK 
#1

M-CB760-
250 S- L-

44598

LP 
STEAM GAS 9/3/2014 2/5/2015 250BHP,10,461,000BTU/HR

2 FIRST FLOOR 
BOILER ROOM

CLEAVER BROOK 
#2

M-CB760-
250 S- L-

44599

LP 
STEAM GAS 9/3/2014 2/5/2015 250BHP, 10,461,000 BTU/HR

AC-5E ROOF EAST TRANE Serial-
J98G72635

Comfort 
Cooling R-22 9/3/2014 75 P, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-5W ROOF WEST TRANE SERIAL-
J98G72634

Comfort 
Cooling R-22 9/3/2014 75 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-4A 4TH FLOOR EAST TRANE SERIAL-
T98J03821

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-4B 4TH FLOOR WEST TRANE SERIAL-
T98J03817

Comfort 
Cooling R-22 9/3/2014 55HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-3A 3RD FLOOR EAST TRANE SERIAL-
T98J03816

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-3B 3RD FLOOR WEST TRANE SERIAL-
T98J03815

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-2A 2ND FLOOR EAST TRANE SERIAL-
T98J03793

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-2B 2ND FLOOR WEST TRANE SERIAL-
T98J03787

Comfort 
Cooling R-22 9/3/2014 55HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-1B 1ST FLOOR WEST TRANE SERIAL-
T98J03825

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

AC-1A 1ST FLOOR EAST TRANE SERIAL-
T98J03803

Comfort 
Cooling R-22 9/3/2014 55 HP, 460 V, MAWP:400 PSIG, 

HIGH SIDE: 425PSIG.

DHW 1st FLOOR BOILER 
ROOM AOSMITH DHW GAS 2/5/2015
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