EXHIBIT E

EQUIPMENT TEST REPORTS PROVIDED BY KIAC

a. Chilling Maintenance 
1. York B Eddy Current  4-16-15.pdf
2. 17DA REXA actuator field control wiring.pdf - Stepper Wiring Diagram
3. 2013 Work Plan.doc
4. 2015 Work Plan.doc
5. Absorber E Eddy Current 5-5-15.pdf - Eddie Current Tube Survey
6. Absorber F Eddy Current 4-16-15.pdf - Eddie Current Tube Survey
7. Attachment 3.pdf - Utility study for Delta Terminal Redevelopment
8. CWP 1B VIB report 6-13-14.pdf - Colpine
9. Field Electro Hydraulic Actuator Calibration and set up.docx - Field 17DH REXA Electro-Hydraulic Linkage Adjustment
10. Flowserve CWP2C OH 4-1-15.pdf - As Built Report
11. KAIC_JFK Test Report.pdf - Thermal Performance Evaluation
12. Rexa_X2_IOM_10-09.pdf - Installation and Operation Manual

b. Electrical
1. ECHO KIAC HP BFP S SEL-710 As Built.pdf
2. FEN-AC HiPot Testing of Feeder JKG01 - Jamaica Substation - Con Edison - K-419193-001 - Oct 2010.pdf
3. KN 15-7-15 IR Electrical.xlsx
4. ECHO HP BFP S Relay Upgrade Install Report 060415.pdf

· Bus 1 Maintenance 2015
· 2015 KIAC BUS-1 Maintenance Test Report.PDF

· Executive Summary
· Executive Summary Bus-1 2015.pdf

· Calpine KIAC Bus 3 Maintenance2014
· Executive Summary Bus 3 Maintenance 2014.pdf

· Calpine KIAC AC Line Checks L4037M
· Transformers
1. T3G - Power Factor Test Results
2. T3A - Power Factor Test Results
3. T3A-1 - Transformer Oil Class Analysis 
4. T3B - Power Factor Test Results

· Trip Checks
1. Trip Checks Bus 3 2014.doc
· RETEST Doble Report.pdf
· RETEST E-power forms T3A.pdf

c. Field Items
1. 2014 - Field- JJ White
· Daily Work Reports (38 in total)

2. Equipment  -  Field Guide Project
· TDS Equipment Condition.xls

3. Letters to Port Authority
· Maint. Letter Example
· Terminal 2 Repairs.pdf
· 2013
· Terminal 7 MTW reapir.PDF
· 2014
· BLDG 60 LAT MAINT LETTER.pdf
· BLDG 60 LOOP MAINT LETTER.pdf
· T7 Ariivals Roadway Maint Letter.pdf

4. PROJECTS
· 2015 - 7 projects
· 2014 - 16 projects
· 2013 - 16 projects

5. TDS Issues
· T-60 Loop Pit Sump Pump - 2015
· T-1 Lateral Vent Valves Rusted - 2015
· T-1 Loop Pit Valves Steaming - 2015
· T-3 New Supply Flange Leak - 2015
· T-5 Lateral Pit Pipe Insulation - 2015
· T7 North Supply Lateral Valve Mechanical Stops broken - 2014

d. Fire System
1. Scarsdale JFK UDACT 06302010 Rev7.xls
2. 09 JFK Energy Center Pointsd List 07-15.pdf

e. HRSG#1 Inspection May 2014
1. Calpine Corporation-KIAC 20140506.doc"

f. HRSG#2 Inspection May 2014
1. #2 HRSG Preliminary Inspection Report.doc
g. Outage Reports 2015
1. Riggio HRSG 1-2 HP PRV EVC Reports 3-6-15.pdf
2. HRST UNIT 1 REPORT 3-15
3. HRST UNIT 2 REPORT 3-15
4. ARISE HRSG 1 2015 Annual Inspection.pdf
5. Boulden GC A 3-15.pdf
6. Boulden GC B 3-15.pdf
7. Calpine Bus-1 2015.zip
8. GE GT1 Eng260 Combustor Swap Report 1-6-15.pdf
9. GE GT1 Eng260 Combustor Swap Report Rev1 1-14-15.pdf
10. GE GT1 Inst Cal Report 3-6-15.pdf
11. GE Rad-Rad_Calpine 1000 hr BSI Request R2 4-25-15.pptx
12. GT1 1-2-15 Combustor Swap Outage Report 2-4-15.doc
13. GT1 1-2-15 Combustor Swap Outage Work List.doc
14. GT1 3-2-15 outage report.doc
15. GT1 3-2-15 outage work list complete.doc
16. GT1 3-2-15 outage work list.doc
17. GT1 4-25-15 outage work list.doc
18. GT1 10-12-15 outage work list.doc
19. GT1 Eng260 Combustor BSI & Eng CHeckout 1-7-15.doc
20. GT2 3-17-15 Outage Report.doc
21. GT2 3-17-15 outage work list.doc
22. GT2 11-11-15 outage work list.doc
23. GT2 Eng 191535 SB311 completed.pdf
24. LM6000PC_fuel_nozzle_bolts_config_RADRAD.pptx
25. remaining items.pdf

h. Water Treatment 2015
1. JFK Chilled & MTHW 5-18-15.PDF
2. JFK Chilled & MTHW 6-1-15.PDF
3. JFK Chilled & MTHW 7-7-15.PDF
4. JFK Cooling 1-12-15.PDF
5. JFK Cooling System 5-11-15.PDF
6. JFK Cooling System 5-18-15.PDF
7. JFK Cooling System 6-1-15.PDF
8. JFK Cooling System 7-7-15.PDF
9. JFK Steam System 1-12-15.PDF
10. JFK Steam System 5-11-15.PDF
11. JFK Steam System 5-18-15.PDF
12. JFK Steam System 6-1-15.PDF
13. JFK Steam System 7-7-15.PDF
14. JFK Chilled & MTHW 1-12-15.PDF
15. JFK Chilled & MTHW 5-11-15.PDF
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