
THE PORT AUTHORITY OF NEW YORK AND NEW JERSEY 

ENGINEERING DEPARTMENT 

SPECIAL INSPECTIONS   
    TAA No: _____________________________________________________________Date: ___________________                                                                                                                                                                                                                                                                                                                                                   

    TAA Title: ____________________________________________________________________________________   

	Category

(ICC)
	Special Inspection 

Sub-category *
	Referenced Code Section
	RespnsbleEntity *
	Completed Date **

	Fabrication 
	1. Inspection of Fabricators
	IBC, Section 1704.2
	
	___/___/___

	Steel 

Construction
	2. Verification and Inspection of       Steel Construction
	IBC, Section 1704.3

IBC, Table 1704.3
	
	___/___/___

	Concrete Construction
	3. Verification and Inspection of Concrete Construction 
	IBC, Section 1704.4 

IBC, Table 1704.4 
	
	___/___/___ 

	Masonry Construction


	4. Verification and Inspection of Nonessential Facilities

5. Verification and Inspection of Essential Facilities 
	IBC, Section 1704.5

IBC, Table 1704.5.1

IBC, Section 1704.5

IBC, Table 1704.5.3
	__________
	___/___/___

___/___/___ 

	Wood

Construction
	6. Verification and Inspection of Wood Construction
	IBC, Section 1704.6
	
	___/___/___

	Foundations


	7. Soils

8. Pile Foundations

9. Pier Foundations
	IBC, Section 1704.7

IBC, Section 1704.8

IBC, Section 1704.9
	__________

__________
	___/___/___

___/___/___

___/___/___

	Sprayed 

Fire-resistant Materials 
	10. Sprayed Fire Resistant Materials applied to Structural Elements and Decks 
	IBC, Section 1704.11
	
	___/___/___

	Exterior Insulation & Finish Systems
	11. Exterior Insulation and Finish Systems Applications
	IBC, Section 1704.12
	
	___/___/___

	Special Cases
	12. Special Case Inspections
	IBC, Section 1704.13
	__________
	___/___/___

___/___/___

	Smoke Control
	13. Erection and Installation of Devices and Systems
	IBC, Sections 909              

        and 1704.14
	
	___/___/___

	Seismic Resistance

  
	14. Structural Steel

15. Structural Wood

16. Cold Formed Steel Framing

17. Storage Racks and Access Floors

18. Architectural Components, for Buildings with Seismic Design Category “D” only

19. Mech. And Elec. Components

20. Seismic Isolation System
	IBC, Section 1707.2

IBC, Section 1707.3

IBC, Section 1707.4

IBC, Section 1707.5

IBC, Section 1707.6

IBC, Section 1707.7

IBC, Section 1707.8
	________________________________________

____________________
	___/___/___ 

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

	Mechanical and

Electrical Systems
	21. As Required for Mechanical and Electrical Systems & Installations 
	IMC 2000

NEC 2002
	__________
	___/___/___ ___/___/___

	Others
	22. As Applicable
	Specify
	
	___/___/___

	Others
	 23. As Applicable 
	Specify
	
	___/___/___

	Partial/Final Inspection
	
	
	
	___/___/___


*   Enter the name of the firm/professional that will be performing the Special Inspections and submit prior to starting field work

** Upon completion of all Special Inspections, resubmit with completed dates and sign below 
               Architect/Engineer of Record (Firm Name)   _______________________________________________________ 

             Name: ___________________ NY/NJ License No.: _______ Signature: __________________ Date: ___________  
THE PORT AUTHORITY OF NEW YORK AND NEW JERSEY 

ENGINEERING DEPARTMENT 

SPECIAL INSPECTIONS   
   TAA No: ____________________________________________________________ Date:  ___________________                                                                                                                                                                                                                                                                                                                                                   

   TAA Title: ____________________________________________________________________________________                                                                                                                                                                                                  
	Test Category

(ICC)
	Required Tests

Sub-category *
	Referenced Code Section
	RespnsbleEntity *
	Completed   Date **

	Fire Protection Systems

(International Fire Code

2008)
	1. Water Supply

2. Fire Hydrant Systems

3. Emergency Power Systems

4. Fire Protection Systems

5. Automatic Sprinkler Systems

6. Alternative Automatic Fire- Extinguishing Systems

7. Standpipe Systems

8. Fire Alarm and Detection Systems

9. Smoke Control Systems

10. Explosion Control

11. Fire Department Connection

12. Fire Pumps
	IFC, Section 508.4

IFC, Section 508.5

IFC, Section 604.4

IFC, Section 901

IFC, Section 903

IFC, Section 904

IFC, Section 905

IFC, Section 907

IFC, Section 909 &

IBC, Section 909.18 
IFC, Section 911

IFC, Section 912

IFC, Section 913
	__________________________________________________

______________________________

______________________________
	___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

___/___/______/___/___

___/___/___ 

	Mechanical Systems (International Mechanical Code / 2008) 
	13. Testing 

14. Commercial Kitchen Hoods

15. Smoke Control Systems

16. Boilers, Water Heaters and Pressure Vessels

17. Refrigeration 

18. Hydronic Piping Systems

19. Fuel Oil Piping & Storage Systems
	IMC, Section 107

IMC, Section 507

IMC, Section 513

IMC, Section 1011

IMC, Section 1108

IMC, Section 1208

IMC, Section 1308
	______________________________

______________________________
	___/___/___

___/___/___

___/___/___

  __/___/___

___/___/___

___/___/___

___/___/___

	Plumbing Systems 

(National Standard Plumbing Code / 2008)


	20. Plumbing Systems

21. Drainage and Vent Systems

22. Building Sewers

23. Water Supply Systems

24. Percolation Test
	NSPC, Section 15.3

NSPC, Section 15.4

NSPC, Section 15.5

NSPC, Section 15.6

NSPC, Section 16.5
	________________________________________
	___/___/___

___/___/___

___/___/___

___/___/___

___/___/___

	Elevator & Conveying

Systems (IBC / 2008)
	25. As Applicable
	IBC Chapter 30
	
	___/___/___

	Electrical Components

(National Electrical Code 2002) 
	26. Service Equipment – Ground-Fault Protection System

27. Emergency Systems

28. As Required for Electrical Equipment and Installations
	NEC Section 230.95           

NEC Section 700.4

NEC 2002
	____________________
	___/___/___

___/___/___

___/___/___

	Others
	29. As Applicable 
	Specify
	
	___/___/___

	Others
	30. As Applicable 
	Specify
	
	___/___/___


*  Circle the applicable Sub-Category Tests and submit with scheduled dates prior to starting work

** Upon completion of all Tests, resubmit with completed dates and sign below  
    Architect/Engineer of Record (Firm Name)   _______________________________________________________ 

            Name: ___________________ NY/NJ License No.: _______ Signature: __________________ Date: ___________          
PAGE  
                                                                                                                                                                                                4/28/2008


